TYPICAL WAO 1 CABLE 18 * AFF. SINGLE GANG
TYPICAL WAO 2 CABLE 18 * AFF. SINGLE GANG
TYPICAL WAO 3 CABLE 18 * AFF. SINGLE GANG
TYPICAL CLASSROOM — WITH PROJECTOR 6 AFF DOUBLE GANG
TEACHER WORKSTATION WAL EXTRA DEEP
wmmwﬂ@rauﬂr@m%%mmz ~ WITH PROJECTOR REC IN CEILING | SINGLE GANG
TV WAD TBD SINGLE GANG
SMARTBUARD OUTLET BEHIND BOARD | SINGLE GANG
EXTERIOR WIRELESS LAN WAL 11" A. GRADE | SINGLE GANG
WIRELESS LAN WAL ABOVE CEILING | SINGLE GANG
FLOOR BOX DATA DUTLET 2 CABLE IN FLOOR BOX | SINGLE GANG
FLOOR BOX PROJECTOR OUTLET IN FLOOR BOX | SINGLE GANG
SPEAKER OUTLET SINGLE GANG

12” CABLE TRAY

ABOVE CEILING

@ PAGING SPEAKER CEILING MOUNTED

REC IN CEILING

.@_ CLASSROOM SPEAKER/SOUND DEVICE AT CEILING
_I@ CLOCK SINGLE FACE VARIES
% CLOCK DOUBLE FACE VARIES
% PAGING LOUD SPEAKER WALL MOUNTED VARIES

%J SYMBUL LEGEND

3/4" GRADE AC PLYW
RETARDANT PAINT.

(TGB) TELECOMMUN
A.F.F. BARBONDED 1

(1) 4" CORE FOR CAB|

SUPPLEMENTAL 24X7

SECURITY PANEL

COMMUNICATION E!

POWER AS REQUIREL

RACKS AND VERTICA

IDF OVERHEAD LADL

CABLE DISTRIBUTION

HILTI # CP653-4 4" FIF
ALLOW FOR 50% FILL

4-POST OPEN FRAME

APC UPS SYSTEM

12" VERTICAL CABLE"

12" VERTICAL CABLE"

HILTI # CP653-2 2" FIF
ALLOW FOR 50% FILL

AT&T GIGAMAN RAC

VALCOM/PAGING TE

ﬂ RESPUNSIBIL Y MATRIX

WW CONDUIT SCHE DULE

mw FIBER SCHEDULE

COPPER CABLE TIE SCHEDULE

ID FROM TO CABLE QUANTITY | CABLE SPECIFICATION PART NO.
1 Tech Room 202 Wall Tech Room 045 Rack 001 1| 25pr
2 Tech Room 202 Rack 002 |[Tech Room 202 Wall 1| 25pr
3 Tech Room 202 Wall Tech Room 142 Rack 001 1| 25pr

ﬁu CUPPER SCHE DULE

MONITOR AND PROJECTOR LOCATION SPECIFICATIONS

ALL MONITOR AND PROJECTOR LOCATIONS ARE SPECIFIED BY LOCATION NUMBER: S & 6
MONITORS AND PROJECTORS WILL BE PROVIDED BY OWNER. 120V POWER OUTLETS AT EACH
LOCATION TO BE PROVIDED BY ELECTRICAL CONTRACTOR.

- FLAT PANEL DISPLAYS WILL BE MOUNTED USING PEERLESS PLASMA 2000 MOUNT <(PROVIDED BY
OTHERS> CAPABLE OF SUPPORTING 175 LBS, AND ATTACHED TO STRUCTURE WITH EITHER CEILING OR
WALL MOUNT WHERE APPLICABLE. MOUNT POWER OUTLET AT LEAST 80“ ABOVE FINISH FLOOR.

- PROJECTOR LOCATIONS WILL BE ATTACHED TO CEILING BY SUSPENDED CEILING PLATE PEERLESS
CMJ4535 (PROVIDED BY CABLE CONTRACTOR)>. PROJECTOR SHALL BE MOUNTED TO PLATE USING A
UNIVERSAL PROJECTOR MOUNT CAPABLE OF SUPPORTING 25 LBS, AND SECURED WITH TAMPER
RESISTANT SCREWS,

- MOUNT POWER OUTLET IN CEILING PLATE ELECTRICAL KNOCKOUT.

— COORDINATE LOCATIONS AND MOUNTING TYPES WITH ARCHITECT’S DETAILS.

mw MONITOR AND PRUJECTHR MOUNTING INSTRUCTILNS

SPONSIBILITY NOTES

RE

ALL CONDUIT SHOWN ON T-DRAWINGS TO BE INSTALLED BY GENERAL CONTRACTOR

ALL ROOM ENTRANCES TO BE SLEEVED WITH CONDUITS AND TO BE INSTALLED BY GENERAL CONTRACTOR
ALL CONDUITS AND SLEEVES SHALL BE EQUIPPED WITH BUSHINGS AND TO BE INSTALLED BY GENERAL
CONTRACTOR

ALL MANHOLES, PULL BOXES AND TELECOM DUCTS TO BE PROVIDED AND INSTALLED BY GENERAL
CONTRACTOR

GENERAL CONTRACTOR TO PROVIDE BOX AND CONDUIT FOR EACH WAO ACCORDING TO ENGINEERED
DRAWINGS AND SPECIFICATIONS,

ALL GROUNDING BUS BARS SHALL BE DIRECTLY BONDED TO MAIN TELECOMMUNICATIONS GROUNDING BAR
MAIN TELECOMMUNICATIONS GROUND BUS BAR SHALL BE BONDED TO MAIN ELECTRICAL SERVICE GROUND
WITHIN EACH IDF, GENERAL CONTRACTOR SHALL PROVIDE FOLLOWING ITEMS:

- ALL EQUIPMENT UNLESS INDICATED

LIGHTING

FLOORING

ALL FINISHES

FLOOR CORES

CUNTRACTHR RESPUNSIBILITY NUOTES

ORORORORORE;

m PUWER SCHEDULE

NOTES BY SYMBOL \\I@

MOUNT HIGH WITH PROTECTIVE WIRE GUARD FOR SPEAKER

PROTECTIVE WIRE GUARD FOR CLOCK

WEATHER PROOF WALL MOUNTED SPEAKER MOUNTED AT 12’

ABOVE GRADE (TYPICAL>

ROUTE: AUDIO CABLE FROM TYPE 4 WAO TO CEILING SPEAKER

VIDEO CONNECTIONS TO TYPE S WAO

SHORT THROW PROJECTOR EQUIPPED SMARTBOARD

SPEAKER TERMINATIONS WAO, CONNECTED TO TYPE 4 wWAO IN MUSIC ROOM 10.0° AF.F

L SHee [ NOTES
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